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G001 COVER SHEET
119A101 BUILDING 119 ROOF PLAN
119A201 BUILDING 119 EXISTING CONDITIONS PHOTOGRAPHS
119A501 BUILDING 119 ROOF DETAILS
119S101 BUILDING 119 ROOF FRAMING PLAN AND DETAILS
119P100 BASEMENT PLAN - NEW WORK
119EP100 ELECTRICAL POWER PLAN - FLOOR PLAN
135PP101 PARTIAL FLOOR PLAN - NEW WORK
135EP101 ELECTRICAL POWER PLAN - FIRST FLOOR
137S102 BUILDING 137 ROOF FRAMING PLAN AND DETAILS
409A321 STAIR DEMOLITION PLAN AND ELEVATIONS
409A322 STAIR PLANS AND DETAILS
409A323 STAIR ELEVATIONS AND DETAILS
P001 LEGEND, DETAILS AND GENERAL NOTES
E001 ELECTRICAL LEGEND

11. ALL PENETRATIONS THROUGH NEW AND/OR EXISTING SMOKE OR FIRE RATED
WALLS SHALL BE SMOKE/FIRE STOPPED AS REQUIRED BY THE RATING OF THE
WALL.

12. CONTRACTOR'S SPRINKLER DESIGN WILL BE SUBJECT TO AN INDEPENDENT
REVIEW BY A CERTIFIED FIRE PROTECTION ENGINEER RETAINED BY THE
OWNER.  THE CONTRACTOR IS RESPONSIBLE FOR MAKING ANY REQUIRED
CHANGES TO THE DESIGN AS IDENTIFIED BY THE OWNER'S FIRE PROTECTION
ENGINEER AS NECESSARY FOR COMPLIANCE WITH SPECIFIED NFPA
REQUIREMENTS.

6. CONTRACTOR IS RESPONSIBLE TO FIELD VERIFY ALL CONDITIONS AND
DIMENSIONS PRIOR TO ORDERING, FABRICATING OR INSTALLING NEW
MATERIALS.

7. CONTRACTOR IS RESPONSIBLE TO VERIFY SIZES OF ALL EQUIPMENT, ETC. TO
BE INSTALLED AS PART OF THIS PROJECT, AND WHERE NECESSARY, MAKE
SPECIAL PROVISIONS TO INSTALL EQUIPMENT THAT IS TOO LARGE TO FIT
THROUGH FINISHED OPENINGS.

8. CONTRACTOR SHALL PROVIDE WOOD BLOCKING AT TOILET ACCESSORIES,
HAND RAILS, BUMPER RAILS, SHELVING, CASEWORK, MOUNTING BRACKETS
AND OTHER WALL MOUNTED ITEMS, AS INDICATED IN THE CONTRACT
DOCUMENTS AND AS RECOMMENDED BY PRODUCT MANUFACTURERS.  ALL
WOOD BLOCKING SHALL BE FIRE RETARDANT TREATED.

9. ALL EXPOSED NEW WORK IS TO RECEIVE NEW FINISHES UNLESS SPECIFICALLY
NOTED OTHERWISE.  IF NO FINISH IS INDICATED AT A PARTICULAR SURFACE,
CONTRACTOR SHALL PROVIDE FINISH(S) AS INDICATED AT SIMILAR
CONDITIONS.

10. CONTRACTOR SHALL PROVIDE COMPLETE AND FULLY OPERATIONAL SYSTEMS
WHICH COMPLY WITH STATED CODES AND REGULATIONS.  WHERE THE
OMISSION OF A PART OR ELEMENT OF A SYSTEM WOULD RESULT IN THE
NON-OPERATION, OR INCORRECT OPERATION OF A SYSTEM, CONTRACTOR
SHALL INCLUDE SAID PART OR ELEMENT AS PART OF THE WORK.

* PLEASE NOTE THAT THE TERM PROJECT ENGINEER REFERS TO THE
CONTRACTING OFFICER'S REPRESENTATIVE.

1. ALL WORK SHALL COMPLY WITH THE LATEST NFPA 101 LIFE SAFETY CODE,
INTERNATIONAL BUILDING CODE, AND OTHER COES AS IDENTIFIED IN VHA
PROGRAM GUIDE PG-18-3, TOPIC 01, CODES, STANDARDS AND EXECUTIVE
ORDERS WHICH CAN BE FOUND ON THE DEPARTMENT OF VETERAN AFFAIRS,
TECHNICAL INFORMATION LIBRRARY WEBSITE.

2. ALL WORK SHALL COMPLY WITH REQUIREMENTS OF THE LATEST
ARCHITECTURAL BARRIERS ACT ACCESSIBILITY STANDARD (ABAAS) AND
DEPARTMENT OF VETERANS AFFAIRS BARRIER FREE DESIGN GUIDE PG-18-13
WHICH CAN BE FOUND ON THE DEPARTMENT OF VETERANS AFFAIRS
TECHNICAL INFORMATION LIBRARY WEBSITE.

3. CONTRACTOR IS RESPONSIBLE TO VISIT THE SITE, EXAMINE AND ACCEPT
EXISTING ONDITIONS PRIOR TO BIDDING.  SITE VISITS TO BE COORDINATED
WITH THE CONTRACTING OFFICER'S REPRESENTATIVE.

4. CONTRACTOR IS RESPONSIBLE TO REPAIR AND/OR REFINISH, TO MATCH
ADJACENT EXISTING SURFACES, ANY EXISTING MATERIALS TO REMAIN THAT
ARE DAMAGED DURING THE COURSE OF DEMOLITION OR NEW WORK.

5. WHERE REMOVAL OF EXISTING WORK IS REQUIRED FOR INSTALLATION OF
NEW WORK, CONTRACTOR SHALL REPAIR EXISTING CONSTRUCTION TO
REMAIN OR PROVIDE NEW CONSTRUCTION TO MATCH EXISTING ADJACENT
SURFACES TO REMAIN.

GENERAL CONSTRUCTION NOTES DRAWING INDEX
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BUILDING 119 ROOF PLAN

119A101
EKTH

12015.00
552-13-102

Dayton, Ohio

N Scale:

PLAN

 1/4" = 1'-0"1 BUILDING 119 ROOF PLAN

KEY NOTES

2.06 Existing copper and steel fascia elements have separated from
wall. Carefully remove element, reset lose / deteriorated
masonry, and install blocking / grounds as required to reinstall
fascia element. See Photo 1, 16 and 17 on Sheet 119A201.

2.21 Existing copper gutter and fascia to remain.
2.22 Existing copper parapet wall, coping and battlements to

remain.
2.23 Existing low slope copper roof to remain.
2.32 Existing plumbing vent to remain. Remove existing roofing

materials / flashing and prepare for new copper flashing per
SMACNA Figure 4-20A.

2.35 Existing roof sumps to remain. Contractor shall fabricate and
install new, removable, custom copper strainer basket over
existing sump. See Photo 18 on Sheet 119A201. See Detail 11
on Sheet 119A501.

2.36 Existing cupola to remain. See Photo 2 on Sheet 119A201.
2.52 Remove and replace sections of existing 1" x 8" wood deck as

required to install new bridging. See Structural Drawings.
2.60 Existing galvanized sheet metal / steel cross and portion of

coping and fascia to be removed, restored / repaired and
reinstalled by certified restoration company. Restoration / repair
shall include removal of paint, repair / replacement of missing
elements and refinishing. Provide for separation of dis-similar
metals where sheet metal ornamentation contacts copper
ridge. See Photo 4, 5 and 15 on Sheet 119A201.

2.67 Existing sheet metal cross to be removed, restored / repaired
and reinstalled by certified restoration company.  Restoration /
repair shall include removal of paint, repair / replacement of
damaged and / or decayed materials, replacement of missing
elements and refinishing.

4.01 Tuck point masonry joints at top of wall adjacent to copper
coping and battlements. See General Note H. See Photos 7, 8
and 9 on Sheet 119A201.

5.01 New tie rod inside church. See Structural Drawings.
6.01 Install new blocking between existing purlins. See Structural

Drawings.
7.01 Install new shingles over roofing felt and ice and water shield.
7.02 Install new 36" wide ice and water shield at all valleys, ridge,

roof edge, and side wall conditions. Lap ice and water shield
with roofing felt in shingled fashion. At side wall conditions, turn
ice and water shield a minimum of 8" up face of wall.

7.04 Install new copper apron flashing. See Detail 3 on Sheet
119A501.

7.06 Install new copper saddle. This area is a source of significant
water penetration into building and extreem care shall be taken
to properly detail and water proof this condition. See Detail 5
on Sheet 119A501. See Photo 12 on Sheet 119A201.

7.07 Install new Type A copper ridge flashing. See Detail 4 on Sheet
119A501.

7.08 Install new 'open' copper valley flashing per SMACNA Figure
4-10.

7.09 Install new copper drip edge per SMACNA Figure 4-23C. See
Detail 8 on Sheet 119A501.

7.10 Wrap verticle leg of copper saddle flashing 8" around corner of
masonry similar to SMACNA Figure 4-18 Detail 2.

7.12 Install new copper step flashing at existing masronry wall.
Existing counter-flashing to remain. See Detail 6 on Sheet
119A501.

7.14 Install new 2" tall diverter at end of saddle flashing.
7.15 Install new copper roof slope transition flashing. See Detail 2

on Sheet 119A501.
7.21 Install new Type B Copper ridge flashing. See Detail 7 on

Sheet 119A501.
7.23 Install new pointed galvanized steel step flashing. See Detail 1

on Sheet 119A501.
7.25 Remove existing copper coping. Remove any reminants of

galvanized steel coping, flashing, step flashing, etc. Install new
painted glavanized steel coping and step flashing. See Detail 1
on Sheet 119A501. See Photo 1 on Sheet 119A201.

7.26 Fabricate and install new custom copper saddle and join to
existing materials to remain. This area is a source of significant
water penetration into building and extreem care shall be taken
to properly detail and water proof this condition. See Photo 13
on Sheet 119A201.

7.27 Remove existing galvanized steel ventilator. Contractor shall
fabricate and install new copper ventilator to match existing.
See Photo 3 on Sheet 119A201.

7.28 Existing sheet metal ornamentation to be removed, restored /
repaired and reinstalled by certified restoration company.
Restoration / repair shall include removal of paint, repair /
replacement of damaged and/or decayed materials,
replacement of missing elements and refinishing. Provide for
separation of dis-similar metals where sheet metal
ornamentation contacts copper ridge. See Photos 10 and 11
on Sheet 119A201.

Revisions Date

119

GENERAL NOTES
A. Existing roof is a dimensional asphalt shingle over building felt over 1

x 8 wood deck (not tongue and groove) at a 13.5 vertical to 12
horizontal slope unless otherwise noted. Remove existing shingles,
felt, fasteners and other existing roofing components and accessories
down to wood deck.

B. Remove existing base flashing (gutters, gutter fascias and counter
flashing to remain), valley flashing, drip edge, pipe flashing, etc. All
new sheet metal work will be copper unless otherwise noted. All
details shall comply with requirements of SMACNA Architectural Sheet
Metal Manual, Sixth Edition,  unless otherwise indicated or specified.

C. Contractor shall inspect wood deck and notify COR of any defective
decking. Upon review and direction of COR, defective deck shall be
replaced with treated wood deck to match existing. Contractor shall
include 200 s.f. of deck replacement in base bid (in addition to deck
replacement required by structural work). Additional replacement to be
approved by COR.

D. All demolished materials shall be removed into container at ground
level via enclosed chute. Container shall be removed from site on a
daily basis. Eave of existing roof is located at approximately 16-20'
above grade. Eave of bell tower roof is approximately 36-40' above
grade.

E. See specifications for description of types and locations of hazardous
(Asbestos containing) materials and requirements for their removal.

F. All walkways / entrances to this or other adjacent buildings shall be
protected with barricades including overhead protection. All building
entrances / exits shall remain accessible at all times.

G. Existing materials to remain shall be protected and any materials
damaged by contractor shall be repaired at no expense to the Owner.

H. Contractor shall include 1,000 linear feet of tuck pointing deteriorated
masonry joints. Work is typically 15-30' above grade. See Pictures 8
and 9 on Sheet 119A201.

I. New copper elements shall be treated to provide finish to match brown
/ green copper petina.

N Scale:

PLAN

 3/4" = 1'-0"2 ENLARGED CUPOLA PLAN
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119

2 CUPOLA3 VENT4 CROSS5 CROSS

7 TUCK POINTING8 TUCK POINTING9 TUCK POINTING10 FLEUR DE LIS

11 FLEUR DE LIS12 SADDLE13 CHURCH14 BUIDLING 119

15 BUILDING 11916 FASCIA17 FASCIA

KEY NOTES

Scale:  12" = 1'-0"1 COPING
Scale:  12" = 1'-0"6 FASCIA

2.21 Existing copper gutter and fascia to remain.
2.29 Existing copper / metal clad battlements to remain.
2.30 Existing copper counter-flashing to remain.
2.31 Existing copper roof and wall panels to remain.  Contractor shall

fabricate and install new, removable, custom copper strainer basket
over existing drainage sump.  See Detail 11 on Sheet 119A501.

2.61 Existing copper step flashing to be removed.  Install new painted
galvanized steel step flashing.  See Detail 1 on Sheet 119A501.

2.62 Existing copper coping / fascia attached to existing sheet metal
coping. Remove both copings / fascias and install new painted
galvanized steel coping / fascia. Contractor shall verify existing
profile and dimensions found at base of cross and configure new to
match. See Note 2.63 below. See Detail 1 on Sheet 119A501.

2.63 Existing copper fascia / bracket detail attached to existing sheet
metal.  Remove both fascia / bracket details and install new painted
galvanized steel fascia / bracket detail.  Contractor shall verify
existing profile and dimensions and configure new to match.
Salvage and relay several loose and fallen brick behind sheet metal.
Provide new blocking, similar to Detail 1 on Sheet 119A501, as
required to support and anchor new work.  Provide for separation of
dis-simular metals where fascia/bracket contacts copper gutter.

2.64 Existing copper accent detail attached to existing sheet metal.
Remove both accent details and install new painted steel accent
detail.  Contractor shall verify existing profile and dimensions and
configure new to match.  Provide new blocking, similar to Detail 1 on
Sheet 119A501, as required to support and anchor new work.
Typical of 4 locations on east elevation.

2.65 Existing Type A, copper ridge trim to be removed.  Install new Type
A copper ridge trim.  See Detail 4 on Sheet 119A501.

2.66 Existing Type B, copper ridge trim to be removed.  Install new Type
B copper ridge trim.  See Detail 7 on Sheet 119A501.

2.67 Existing sheet metal cross to be removed, restored / repaired and
reinstalled by certified restoration company.  Restoration / repair
shall include removal of paint, repair / replacement of damaged and
/ or decayed materials, replacement of missing elements and
refinishing.

2.68 Existing sheet metal cross, base, coping and pediment to be
removed, restored / repaired and reinstalled by certified restoration
company.  Restoration / repair shall include removal of paint, repair
/ replacement of damaged and/or decayed materials, replacement
of missing elements and refinishing.  Restoration company shall add
structural reinforcement within cross and shall repair or provide new
anchorage as required to reattach cross to top of wall. Provide for
separation of dis-simular metals where cross / coping assembly
contacts copper ridge.

2.69 Existing sheet metal ornamentation to be removed, restored /
repaired and reinstalled by certified restoration company.
Restoration / repair shall include removal of paint, repair /
replacement of damaged and/or decayed materials, replacement of
missing elements and refinishing. Provide for separation of
dis-simular metals where sheet metal ornamentation contacts
copper ridge.  Typical of 2 locations at west end of church.

2.70 Remove existing galvanized steel ventilator. Contractor shall
fabricate and install new copper ventilator to match existing.

2.71 Existing roof to be removed.  Install new synthetic slate shingles.
2.72 Existing wood clad Copula.  Remove wood trim, sills, panels, soffits

and roof deck.  Install new wood trim, sills, panels, soffits and roof
deck.  See Details 9 and 10 on Sheet 119A501.

2.73 Existing copper saddle to be removed.  Install new copper saddle.
This area is a source of significant water penetration into the
building and extreme care shall be taken to properly detail and
waterproof this condition.  See Detail 5 on Sheet 119A501.

2.74 Existing copper saddle to be removed.  Install new copper saddle
and join / solder to existing material to remain.  This area is a
source of significant water penetration into the building and extreme
care shall be taken to properly detail and waterproof this condition.

4.03 Tuck point existing masonry joints around existing copper / metal
clad battlements.

7.32 Paint upper, metal clad battlements to match copper clad
battlements.

GENERAL  NOTES
A. Photographs and notes are provided to illustrate existing conditions.

See specifications, drawings, and details for additional information and
requirements.

B. Contractor shall include 1,000 linear feet of tuck pointing of existing
deteriorated masonry joints. In some locations it may be necessary to
relay loose brick.

Scale:  12" = 1'-0"18 DRAINAGE SUMP
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BUILDING 119 ROOF DETAILS

119A501
EKTH

12015.00
552-13-102

Dayton, Ohio

Scale:  1 1/2" = 1'-0"1 STEP FLASHING / COPING

KEY NOTES

Scale:  1 1/2" = 1'-0"4 TYPE A RIDGE FLASHING
Scale:  1 1/2" = 1'-0"3 DORMER APRON FLASHING

Scale:  1 1/2" = 1'-0"2 ROOF SLOPE TRANSITION FLASHING

Scale:  1 1/2" = 1'-0"8 DRIP EDGE / GUTTER

Scale:  1 1/2" = 1'-0"7 TYPE B RIDGE FLASHING
Scale:  1 1/2" = 1'-0"6 MASONRY STEP FLASHING

Scale:  1 1/2" = 1'-0"5 SADDLE

2.01 Existing cornice to remain.
2.02 Existing masonry to remain.
2.07 Existing copper counter-flashing to remain. Do not pull

away from wall when installing underlayment and step
flashing.

2.08 Existing 1" x 8" wood deck to remain.
2.09 Existing wood framing to remain.
2.16 Existing purlins to remain.
2.17 Existing heavy timber truss to remain.
2.18 Existing sill flashing to remain.
2.21 Existing copper gutter and fascia to remain.
2.25 Existing wood structure to remain.
2.26 Existing wood louver to reamin. Scrape and paint to match

existing color.
2.27 Existing wood blocking / knee wall to remain.
2.37 Existing copper sump and drain to remain.
2.38 Existing copper roof to remain.
2.51 Remove existing sealant and install new along top edge of

existing counter-flashing.
2.76 Remove and reinstall existing strap hangers and gutter

guard as required to install new roofing materials.
5.22 1/4" x 1/4" copper mesh formed into strainer basket and

attached to base frame.
5.23 1 1/2" x 1 1/2" x 1/8" copper angle strainer basket base.

Fabricate base to match / nest into roof slopes and sit
inside sump as shown.

6.04 See Structural Drawings for partial deck removal and
installation of bridging/blocking between purlins.

6.05 Install new painted 1x wood.
6.06 Install new painted 1x wood trim.
6.07 Install new 2" quarter round molding.
6.08 Install new painted 5/4" wood sill.
6.09 Install new painted plywood panel.
6.10 Install new painted solid 1x wood soffit.
6.11 Install new solid 1x wood roof deck.
6.12 Install new continuous wood blocking as required to

support step flashing.
6.13 Install continuous wood blocking as required to support

painted galvanized steel fascia. Anchor to existing wood
deck, purlins and interior wyths of masonry wall.

7.01 Install new shingles over roofing felt and ice and water
shield.

7.02 Install new 36" wide ice and water shield at all valleys,
ridge, roof edge, and side wall conditions. Lap ice and
water shield with roofing felt in shingled fashion. At side
wall conditions, turn ice and water shield a minimum of 8"
up face of wall.

7.03 Install new 4" x 4" painted galvanized steel step flashing at
each course of shingles. Extend top edge of flashing 2"
past lower edge of next shingle.

7.05 Install new Ice and water shield underlayment. Continue
under entire saddle. Turn underlayment 4" minimum up
face of verticle surfaces.

7.11 Saddle ridge beyond.
7.13 Install new Type B copper ridge trim. Close exposed end

of ridge flashing with 2" diameter copper face soldered to
ridge flashing.

7.16 Install new copper drip edge.
7.17 Install new continuous cleat.
7.18 Install new painted galvanized steel coping. Profile to

match existing.
7.19 Install new copper ridge flashing over continuous cleat

each side.
7.22 Install new apron / flashing per SMACNA Figure 4.18A.

Align with flashing in Detail 2 on sheet 119A501.
7.24 Install new copper apron / flashing per SMACNA Figure

4.18A.
7.33 Install new painted galvanized steel fascia elements.

Profile to match existing. See Photo 1 and 6 on Sheet
119A201.

Scale:  1 1/2" = 1'-0"9 SECTION @ CUPOLA

Revisions Date
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Scale:  1 1/2" = 1'-0"10 ENLARGED CUPOLA PLAN

Scale:  1 1/2" = 1'-0"11 SUMP DETAIL
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STAIR DEMOLITION PLAN AND
ELEVATIONS

409A321
NSTH

12015.00
552-13-102

Dayton, Ohio

Scale:  1/2" = 1'-0"1 STAIR DEMOLITION PLAN

GENERAL DEMOLITION NOTES
A. Stair work shall be completed in two phases, so that the first half ,

then the last half of the two stairs is always available for egress.
B. Contractor shall complete demolition work so that the vertical

concrete sub-structure is not damaged. Any new/existing damage or
deterioration of vertical concrete sub-structure shall be reported to
the C.O.R. immediately.

KEY NOTES
2.11 Existing cast in place concrete sub-structure to remain.
2.12 Existing concrete/masonry backup wall to remain.
2.13 Salvage existing decorative cast iron scrollwork panel.  See new

work for reinstallation.
2.14 Salvage existing decorative cast iron urn.  See new work for

reinstallation.
2.15 Remove existing brick.
2.20 Existing granite slab to remain.  New granite to match existing

color and pattern.
2.33 Existing column to remain.
2.34 Existing stone to remain.
2.53 Remove existing concrete topping slab/treads/landing.
2.54 Remove existing guard railing system.
2.55 Remove existing wall mounted handrail.
2.56 Disconnect electrical circuit and remove electrical junction box.
2.57 Remove existing concrete sidewalk.
2.75 Remove cast in place concrete substructure at landings and

stairs.  See Structural Drawings.

409
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Scale:  1/2" = 1'-0"2 DEMOLITION SECTION/ELEVATION
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STAIR PLANS AND DETAILS

409A322
NSTH

12015.00
552-13-102

Dayton, Ohio

Scale:  1/2" = 1'-0"2 STAIR SECTION

Scale:  1/2" = 1'-0"1 STAIR PLAN

KEY NOTES

Scale:  1 1/2" = 1'-0"3 RAIL ELEVATION

2.02 Existing masonry to remain.
2.11 Existing cast in place concrete sub-structure to remain.
2.12 Existing concrete/masonry backup wall to remain.
2.13 Salvage existing decorative cast iron scrollwork panel.

See new work for reinstallation.
2.20 Existing granite slab to remain.  New granite to match

existing color and pattern.
2.33 Existing column to remain.
2.34 Existing stone to remain.
3.05 New 4" thick concrete sidewalk.
3.11 New cast in place concrete substructure.  See Structural

Drawings.
4.02 New soldier course brick accent, two courses tall.
4.04 Adjustable veneer anchors @ 16" o.c. vertical.
4.05 Full joint weep/vent @ 24" o.c. horizontal.
4.06 Thru-wall flashing.
4.08 Mortar mesh.
4.17 New flagstone field with granite border.
4.18 Setting bed.  See Detail 4/409A322.
4.19 Cementitious bond coat.
4.20 New running bond brick riser.
4.21 New granite tread.
4.22 Waterproofing membrane.
4.23 Bonded mortar bed.
4.24 Mortar bed bond coat.
4.25 New running bond brick veneer to match existing building.

Align coursing.
4.26 New flemish bond brick veneer to match existing building.

Align coursing.
4.27 Grout solid behind brick.
5.02 Steel angle.  See Structural Drawings.
5.03 Steel tube.  See Structural Drawings.
5.08 Ornamental handrail @ 36" above stair nosing.
5.09 42" tall ornamental guardrail.
5.10 5/8" square steel pickets.
5.11 Reinstall salvaged decorative cast iron urn.
5.16 1-1/4" square steel newel post.
5.17 1-1/4" x 1/2" steel bar.
5.18 Radius handrail /guardrail to follow masonry wall.
5.19 Decorative cover plate.
5.20 1/2" steel bracket.
5.21 1-3/4" x 1/2" steel bar.

Revisions Date

409

Scale:  1 1/2" = 1'-0"4 TREAD DETAIL

Scale:  3" = 1'-0"3A RAIL SUPPORT PLAN
Scale:  1" = 1'-0"1A RAIL PLAN DETAIL

Scale:  1 1/2" = 1'-0"2A SECTION DETAIL
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STAIR ELEVATIONS AND DETAILS

409A323
NSTH

12015.00
552-13-102

Dayton, Ohio

Scale:  1/2" = 1'-0"2 FRONT ELEVATION
Scale:  1/2" = 1'-0"1 SIDE ELEVATION

KEY NOTES
2.34 Existing stone to remain.
4.02 New soldier course brick accent, two courses tall.
4.17 New flagstone field with granite border.
4.21 New granite tread.
4.25 New running bond brick veneer to match existing building.

Align coursing.
4.26 New flemish bond brick veneer to match existing building.

Align coursing.
5.06 Reinstall salvaged decorative cast iron scrollwork panel.
5.07 Decorative ball and fineal to match existing.
5.08 Ornamental handrail @ 36" above stair nosing.
5.09 42" tall ornamental guardrail.
5.10 5/8" square steel pickets.
5.11 Reinstall salvaged decorative cast iron urn.
5.12 Salvage existing metal brick vent.  Clean, prime, paint,

and reinstall.
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